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Plant system. 

SBR #2 sludge pump will cost to much to repair quote was over $5,400 new pump 

can be purchased for $5,684.00. 

SBR #3 sludge pump may need to be replaced I will know sometime later this 

week . 

 

Collection system. 

River road, Beem, and 5th ave lift stations all cleaned by Vactor last week. 

 

  Other.   

GRW has final plans for phosphorus removal chemical feed system completed and 

it is being submitted to IDEM for construction  permit approval.  

 

Notes by:  John L. Hodge 

 

 


